
 TECHNICAL BULLETIN
Technical Bulletins are produced to provide information not contained in the manuals or
to update information on the Samsung line of mini splits

This bulletin is on :

Wiring and Dip Switches - ACC1800C
THIS TECHNICAL BULLETIN SUPERCEEDS ALL PREVIOUS 
TECHNICAL BULLETINS ON THE ACC1800C WIRING

The wiring diagram in the unit Installation manual has been found to be incorrect
It does not show the F1 & F2 wires connected from the indoor unit to the 
Wired Remote Controller - MWR-AH01U - THESE MUST BE CONNECTED
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12V DC V1 - V2 Wired Remote Control

Power Wiring : 14 AWG
Control Wiring : 18 AWG SHIELDED 
KEEP ALL CONTROL WIRING 6" APART FROM ALL HIGH VOLTAGE
WIRING AND FIXTURES - DO NOT RUN CONTROL WIRING THROUGH
AREAS OF HIGH ELECTROMAGNETIC INTERFERENCE

CHECK THE TIGHTNESS OF ALL THE MOLEX PLUGS ON THE INDOOR
AND OUTDOOR PCB BOARDS, ESPECIALLY THE F1/F2 CONNECTION  
ON THE INDOOR PCB - ENSURE THAT IT IS SNAPPED TIGHT
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